19 mm x /6 mm
STAINLESS STEEL
BANDING AND

CONTROLLER
T CABINET

—

87 mm OR 100 mm DIA
PIPE NIPPLE, AS
REQUIRED, THREADED
BOTH ENDS

IN SIDEWALK AREAS, POLES TO BE SET

0 AT GRADE WITH NO CAP TO ENSURE
il A.D.A. COMPATIBILITY.
{——50 mm MAX

16 mm x 5.5 m COPPERWELD OR
HOT DIPPED GALVANIZED
GROUND ROD

CONDUIT AS
REQUIRED
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